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SYMBOL DESCRIPTION MAKE SERIES COLOR TEMPERATURE | BAFFLE TRIM COLOR/CHANNEL LUMENS
O 3R 3" RECESSED VISUAL COMFORT ELEMENT ENTRA ENTRA CL VERSE 2700K 3000K 3500K | FLANGE FLANGELESS| WHITE BLACK BRONZE NICKLE | 2450 LUMENS
o—-2AR 3" AIMING RECESSED ELEMENT ENTRA ENTRA CL VERSE 1300 LUMENS
o 2R 2" RECESSED ELEMENT ENTRA ENTRA CL
T 24R 2" AIMING RECESSED ELEMENT ENTRA ENTRA CL
@====|C | UNDER CABINET ELEMENTAL LED STRIP LTG 3000K DIFFUSER 45 W/ ALUM. CHANNEL 197 LUMENS/FT
CR | CLOSET ROD DIODE LED ROD CHANNEL 3000K DOTLESS DIFFUSER/END CAPY
+Hb-ec WALL MOUNTED
(eta CEILING MOUNTED
&) cH CHANDELIER
e PENDANT
Sk cF CEILING FAN
K Ex EXHAUST FAN PANASONIC WHISPERSELECT | FV—1115VK3 =
Leo UTILITY FIXTURE 2X2LED FLAT PANEL LIGHT 3000K
NEW
CONDENSER
Electrical Symbol Legend
SYMBOL | DESCRIPTION SYMBOL | DESCRIPTION
$ SWITCH — SINGLE POLE S DUPLEX RECEPTACLE — WEATHER PROOF @ 24" A.F.F.
$3 SWITCH — THREE WAY =7 DUPLEX RECEPTACLE — @ 3" ABOVE MANTEL
$4 SWITCH — FOUR WAY “S5ep | DUPLEX RECEPTACLE — DEDICATED
$o SWITCH WITH DIMMMER =] = | AUTOMATIC OVERHEAD GARAGE DOOR OPENER
= SWITCH — PUSH BUTTON DOOR SWITCH Kl TELEPHONE OUTLET W/ (2)LINE @ 18" AF.F.
b=y DUPLEX RECEPTACLE — @ 18" A.F.F. 110V Kw | WALL MOUNTED TELEPHONE OUTLET W/ (2)LINE @ 48" A.F.F
©5,, | DUPLEX RECEPTACLE — @ 18" A.F.F. 220V o | INTERNET (DATA) CABLE
ke | DUPLEX RECEPTACLE — G.F.C.I TYPE HV TELEVISION OUTLET (COAXIAL) @ 18" A.F.F.
= DUPLEX RECEPTACLE — ARC FAULT TYPE HsA SPEAKER OUTLET, VERIFY HEIGHT
o QUADRUPLEX RECEPTACLE —VERIFY HEIGHT. 110V [e] DOOR BELL
S DUPLEX RECEPTACLE — @ 7" ABOVE COUNTER TOP ) CARBON MONOXIDE DETECTOR
= DUPLEX RECEPTACLE — SPLIT WIRED ) SMOKE DETECTOR
©¢_ | DUPLEX RECEPTACLE — FLOOR MOUNTED VERIFY LOCATION mm | CIRUIT BREAKER PANEL BOARD
o QUADRUPLEX RECEPTACLE —FLOOR MOUNTED VERIFY LOCATION| mmms | CIRUIT BREAKER SUB—PANEL BOARD 1 Basement MEP Plan
Scic | DUPLEX RECEPTACLE — CEILING MOUNTED VERIFY LOCATION E INDICATES EXISTING

NOTE: SEE SPECIFICATION DIV 26, ELECTRICAL CONTRACTOR SHALL MEET ALL CODES
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SYMBOL DESCRIPTION MAKE SERIES COLOR TEMPERATURE | BAFFLE TRIM COLOR/CHANNEL LUMENS L
0 3R 3” RECESSED VISUAL COMFORT ELEMENT ENTRA ENTRA CL VERSE 2700K 3000K 3500K | FLANGE FLANGELESS| WHITE BLACK BRONZE NICKLE | 2450 LUMENS [ 1 L
3A . L]
o—-2AR 3” AIMING RECESSED ELEMENT ENTRA ENTRA CL VERSE 1300 LUMENS & 2R = LLJ
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0 E
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e———yc | UNDER CABINET ELEMENTAL LED STRIP LTG 3000K DIFFUSER 45" W/ ALUM. CHANNEL 197 LUMENS/FT
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&) cH CHANDELIER ci cLG —
e PENDANT . . -
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[ Ex EXHAUST FAN PANASONIC WHISPERSELECT | FV—1115VK3 = (4 p)
Lep UTILITY FIXTURE 2X2LED FLAT PANEL LIGHT 3000K CIG -
CLG — o I
55@_@
= Job Number Drawn By
Electrical Symbol Legend /\ . 5438 AP
SYMBOL | DESCRIPTION SYMBOL | DESCRIPTION 383282(2)2 gggcept BZA
$ SWITCH — SINGLE POLE S DUPLEX RECEPTACLE — WEATHER PROOF @ 24" A.F.F. § e
$3 SWITCH — THREE WAY =, DUPLEX RECEPTACLE — @ 3” ABOVE MANTEL " | 2025.05.20 Hudson Tour
$4 SWITCH — FOUR WAY “S5ep | DUPLEX RECEPTACLE — DEDICATED 2 | 2025.09.16 ARB
$o SWITCH WITH DIMMMER £ = | AUTOMATIC OVERHEAD GARAGE DOOR OPENER i
- SWITCH — PUSH BUTTON DOOR SWITCH Kl TELEPHONE OUTLET W/ (2)LINE @ 18" AF.F. 3 |
= DUPLEX RECEPTACLE — @ 18” AF.F. 110V KW | WALL MOUNTED TELEPHONE OUTLET W/ (2)LINE @ 48” AF.F . |
S;,, | DUPLEX RECEPTACLE — @ 18" AF..F. 220V o | INTERNET (DATA) CABLE . |
Sk, | DUPLEX RECEPTACLE — G.F.C.I TYPE HM TELEVISION OUTLET (COAXIAL) @ 18" A.F.F. i) |
= DUPLEX RECEPTACLE — ARC FAULT TYPE HeH SPEAKER OUTLET, VERIFY HEIGHT b
o QUADRUPLEX RECEPTACLE —VERIFY HEIGHT. 110V [o] DOOR BELL -
= DUPLEX RECEPTACLE — @ 7” ABOVE COUNTER TOP ) CARBON MONOXIDE DETECTOR D
& DUPLEX RECEPTACLE — SPLIT WIRED ® SMOKE DETECTOR o aacse
[ ]
-
E

S CIRUIT BREAKER SUB—PANEL BOARD F' FI M EP PI /E)s( GNESEVE’)IESHES
INDICATES EXISTING m I rSt OO r a n : $ $$
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NOTE: SEE SPECIFICATION DIV 26, ELECTRICAL CONTRACTOR SHALL MEET ALL CODES M-2 1/4n=1|_0|| $
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