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When specified on the layout,
one or more of the three bracing
options shown must be installed
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blocks installed at 13 joist
span locations using
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box nails or
21

2" screws,
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1
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ALTERNATE BRACED WALL PANELABW
BWP

1. 7/16" OSB OR PLYWOOD SHEATHING APPLIED TO BOTH SIDES
OF WALL FOR TWO STORY WALLS, APPLY TO ONE SIDE FOR
ONE STORY WALLS.

2. 4" O.C. EDGE NAILING
3. 12" O.C. FIELD NAILING
4. LENGTH AS NOTED
5. PROVIDE TWO 1/2" DIA. ANCHOR BOLTS AT QUARTER POINTS

FOR ONE-STORY WALLS.  PROVIDE THREE 1/2" DIA. ANCHOR
BOLTS AT ONE-FIFTH POINTS FOR TWO STORY WALLS.

6. (2) HOLD-DOWNS @ (2) 2x CHORD STUDS MINIMUM
3000 LB. UPLIFT CAPACITY FOR TWO-STORY WALLS
1800 LB. UPLIFT CAPACITY FOR ONE-STORY WALLS

7. REFERENCE FIGURE 602.10.6.1 IN RESIDENTIAL CODE OF OHIO
(RCO)

BRACED WALL SCHEDULE

GYPSUM BOARDGB
BWP

1. 7/16" OSB OR PLYWOOD SHEATHING APPLIED TO ONE SIDE
2. 6" O.C. EDGE NAILING
3. 12" O.C. FIELD NAILING
4. LENGTH AS NOTED
5. AREAS ABOVE AND BELOW OPENINGS SHALL BE SHEATHED

BWP
CS-WSP CONTINUOUSLY SHEATHED WOOD STRUCTURAL PANEL

1. 1/2" DRYWALL APPLIED TO BOTH SIDES
2. 7" O.C. FASTENING (EDGE AND FIELD)
3. ALL PANEL EDGES TO BE BLOCKED
4. LENGTH AS NOTED
5. FASTENERS IN ACCORDANCE w/ RCO 702.3.6

1. 7/16" OSB OR PLYWOOD SHEATHING
APPLIED TO ONE SIDE

2. 6" O.C. EDGE NAILING
3. 12" O.C. FIELD NAILING
4. LENGTH AS NOTED

WOOD STRUCTURAL PANELWSP
BWP

1. REFERENCE FIGURE 602.10.6.4 IN RESIDENTIAL 
CODE OF OHIO (RCO)

BWP
CONTINUOUSLY SHEATHED PORTAL FRAME (APA)CS-PF

1. 7/16" OSB OR PLYWOOD SHEATHING APPLIED TO ONE SIDE
2. 6" O.C. EDGE NAILING
3. 12" O.C. FIELD NAILING
4. LENGTH AS NOTED
5. AREAS ABOVE AND BELOW OPENINGS SHALL BE SHEATHED

BWP
CS-G CONTINUOUSLY SHEATHED ADJACENT TO GARAGE OPENING

Ì 
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MASONRY THE LOAD-BEARING MASONRY ELEMENTS OF THIS BUILDING ARE DESIGNED IN ACCORDANCE WITH "BUILDING CODE REQUIREMENT FOR MASONRY CONSTRUCTION ACI 530-99, PUBLISHED BY THE AMERICAN CONCRETE INSTITUTE. MATERIALS AND CONSTRUCTION METHODS SHALL BE SPECIFIED IN "SPECIFICATIONS FOR MASONRY STRUCTURES" ACI 530.1-99 PUBLISHED BY THE AMERICAN CONCRETE INSTITUTE. HOLLOW LOAD BEARING CONCRETE MASONRY UNITS PER ASTM C90. MORTAR FOR MASONRY PER ASTM C270, TYPE S 1,800 PSI (MIN.) CUBE STRENGTH. GROUT SHALL CONFORM TO ASTM C476. USE FINE GROUT FOR COLLAR JOINTS 1" WIDE OR LESS AND WHEN GROUTING CELLS OF HOLLOW MASONRY UNITS, WITH OR WITHOUT VERTICAL REINFORCING. USE COURSE GROUT WHEN GROUTING BOND BEAMS, MINIMUM COMPRESSIVE STRENGTH SHALL BE 3000 PSI. REINFORCING BARS PER ASTM A615, GRADE 60, LAP SPLICES 24" MINIMUM AND GROUT SOLID INTO WALLS. PROVIDE SOLID MASONRY UNDER WALL BEARING BEAMS UNLESS OTHERWISE NOTED ON THE DRAWINGS. MORTAR FOR EXTERIOR BELOW - GRADE AND VERTICALLY REINFORCED WALLS SHALL BE ASTM C270, TYPE S. ALL UNITS SHALL BE LAID WITH FULL MORTAR COVERAGE ON HEAD, BED  (FACE SHELLS), WEBS AND COLLAR JOINTS, UNLESS OTHERWISE NOTED. ALL MASONRY WALLS SHALL HAVE GALVANIZED HORIZONTAL REINFORCING OF THE BELOW GRADE WALLS AND VERTICALLY REINFORCED WALLS, SPACED 16" ON CENTER TRUSS TYPE, 3/16" SIDE RODS AND #9 GAGE CROSS RODS. THE USE OF CALCIUM CHLORIDE, SALTS AND OTHER MATERIALS CONTAINING ANTIFREEZE AGENTS OR CHEMICAL ACCELERATORS PROHIBITED UNLESS OTHERWISE APPROVED. CONTRACTOR TO SUBMIT PROPOSED ADMIXTURE WITH MIX DESIGN FOR APPROVAL. CAST-IN-PLACE CONCRETE ALL CONCRETE WORK SHALL CONFORM WITH THE REQUIREMENTS OF ACI-318 & ACI-301, LATEST EDITION. CAST-IN-PLACE CONCRETE WORK SHALL CONFORM TO THE AMERICAN CONCRETE INSTITUTE CODES AND STANDARDS, EXCEPT AS MODIFIED ON THE DRAWINGS. ADMIXTURES:   A. USE AN APPROVED WATER REDUCING AGENT FOR ALL CONCRETE EXCEPT FOOTINGS.   B. USE AN APPROVED 2ND AND 3RD GENERATION HIGH RANGE WATER REDUCER (WRWR)      FOR ALL SLABS ON GRADE.   C. USE AN APPROVED AIR ENTRAINING AGENT FOR ALL CONCRETE EXPOSED TO WEATHER, USE 6% ENTRAINED AIR.   D. THE USE OF CALCIUM CHLORIDE OR ADMIXTURES CONTAINING CHLORIDES IS PROHIBITED. CURING COMPOUND:  USE AN APPROVED CURING COMPOUND ON ALL FLAT SURFACES. USE AN APPROVED CURING COMPOUND ON ALL FLAT SURFACES. REINFORCING BARS:  ASTM A185 ASTM A185 REINFORCING STEEL A. REINFORCING BARS #4 AND LARGER PER ASTM A615, GRADE 60. B. LAP REINFORCEMENT 36 DIAMETERS UNLESS OTHERWISE NOTED. PROTECTION TO REINFORCEMENT:  AGAINST SOIL -   3" 3" EXPOSED CONCRETE -  2" 2" CONCRETE SLAB ON GRADE SHALL BE PLACED ON 4" MINIMUM COMPACTED GRANULAR SUB-DRAINAGE MATERIAL OVER 6 MIL. VAPOR BARRIER PLACED ON BEARING SOIL. PLACE WELDED WIRE FABRIC IN CONCRETE SLABS, 1-1/2" DOWN FROM TOP OF SLAB, UNLESS OTHERWISE NOTED. MINIMUM ULTIMATE COMPRESSIVE STRENGTH OF CONCRETE AT 28 DAYS SHALL BE: LOCATION    STRENGTH        SLUMP       AIR CONTENT   REMARKS STRENGTH        SLUMP       AIR CONTENT   REMARKS SLUMP       AIR CONTENT   REMARKS AIR CONTENT   REMARKS   REMARKS REMARKS FOUNDATIONS  3000 PSI    MAX 5"     NONE     - 3000 PSI    MAX 5"     NONE     - MAX 5"     NONE     -     NONE     - - SLABS ON GRADE 4000 PSI    MAX 4"  6% +/- 1% (EXPOSED) - 4000 PSI    MAX 4"  6% +/- 1% (EXPOSED) - MAX 4"  6% +/- 1% (EXPOSED) - 6% +/- 1% (EXPOSED) - - WALLS   3000 PSI   MAX 3"  6% +/- 1% (EXPOSED) - 3000 PSI   MAX 3"  6% +/- 1% (EXPOSED) - MAX 3"  6% +/- 1% (EXPOSED) - 6% +/- 1% (EXPOSED) - - FORMED SLABS  4000 PSI   MAX 3"  NONE 4000 PSI   MAX 3"  NONE MAX 3"  NONE NONE MUD MAT          2000 PSI    4" + /-1"      -     - 4" + /-1"      -     - -     - - CONC. FILL FOR BLOCK     3000 PSI    8" +/- 1"   -   3/8' MAX. AGG. 3000 PSI    8" +/- 1"   -   3/8' MAX. AGG. 8" +/- 1"   -   3/8' MAX. AGG. -   3/8' MAX. AGG. 3/8' MAX. AGG. LINTEL BEAMS     4000 PSI    4" +/- 1"     -     - 4000 PSI    4" +/- 1"     -     - 4" +/- 1"     -     - - CURING COMPOUND: USE AN APPROVED CURING COMPOUND ON ALL FLAT SURFACES. ANCHORS TO BE: A. NELSON FLUXED, HEADED ANCHOR STUDS (NS) OR DEFORMED BAR ANCHORS (DBA). B. REBAR PER ASTM 615, GRADE 40 C. "SIMPSON STRONG-TIE' CONNECTORS. PATIO & WALKS:  REINFORCING BARS: ASTM A615, GRADE 60 WELDED WIRE FABRIC: ASTM A185 PATIO & WALKS:  PROVIDE 6X6-W1.4XW1.4 WELDED WIRE FABRIC IN ALL SLABS ON GRADE, UNLESS OTHERWISE NOTED. PROVIDE CONTROL JOINTS IN ALL WALKS EQUAL TO THE WIDTH OF THE WALK. CAST-IN-PLACE FOUNDATION WALL (IF APPLICABLE) PROVIDE VERTICAL CONTROL JOINTS IN ALL VERTICALLY REINFORCED CONCRETE SURFACES (WALLS). THE MAXIMUM SPACING OF CONTROL JOINTS SHALL BE 20'-0" O.C. UNLESS NOTED OTHERWISE. CUT ALTERNATE NON-STRUCTURAL HORIZONTAL REINFORCING BARS ON EACH FACE AND PROVIDE A 1/2"X1/2" REVEAL AT EACH CONTROL JOINT, UNLESS OTHERWISE NOTED (IF APPLICABLE). PROVIDE VERTICAL AND HORIZONTAL REINFORCING BARS IN CONCRETE WALLS TO CONFORM TO THE PROVISIONS OF ACI 318, SECTION 14.3, WITH THE REINFORCING RATIOS TO BE .0015 FOR VERTICAL REINFORCING AND .0025 FOR HORIZONTAL REINFORCING, UNLESS OTHERWISE NOTED. SOIL TYPES ASSUMED FOR DESIGN OF FOUNDATION WALLS INCLUDES GM, GC, SM, SM-SC AND ML SOILS. CONTRACTOR TO VERIFY EXISTING SITE SOILS PRIOR TO CONSTRUCTION. IF EXISTING SOILS DIFFER THAT WHAT WAS ASSUMED IN THE DESIGN, CONTACT DESIGN PROFESSIONAL IMMEDIATELY TO REVISE FOUNDATION DESIGN ACCORDINGLY.  ALL HORIZONTAL WALL BARS SHALL BE BENT AND LAPPED AROUND ALL CORNERS, UNLESS OTHERWISE NOTED. ALL WALL FOOTING REINFORCING SHALL EXTEND TO INTERSECTING CENTERLINE OF COLUMN FOOTING. CHAMFER EXPOSED EDGES OF CONCRETE 3/4"X3/4", UNLESS OTHERWISE NOTED. REFER TO ARCHITECTURAL DRAWINGS FOR LOCATION AND EXTENT OF FINISHES OR OTHER TREATMENTS TO EXPOSED CONCRETE. DETERMINE SIZE AND LOCATION OF MECHANICAL EQUIPMENT, AND MAKE PROVISIONS FOR BOLTS, SLEEVES, PADS, ECT., FROM MANUFACTURER'S CERTIFIED DRAWINGS. THIS WORK SHALL BE COORDINATED WITH ALL PERTINENT TRADES INVOLVED.
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PREFAB. WOOD TRUSSES (IF APPLICABLE) TRUSSES SHALL BE DESIGNED, DETAILED AND FABRICATED IN ACCORDANCE TO THE TRUSS PLATE INSTITUTE AND DESIGN LOADS NOTED. MANUFACTURER IS RESPONSIBLE FOR PROVIDING HANGER(S) AND/OR HOLDOWN(S) CONNECTIONS OF TRUSSES TO WOOD PLATE(S), AS NECESSARY.  TEMPORARY AND PERMANENT BRACING OF TRUSSES WILL BE SHOWN ON THE ERECTION PLANS AND DESIGNED BY THE MANUFACTURER AS PER TRUSS PLATE INSTITUTE. TRUSSES RAFTERS, IF APPLICABLE, TO BE PER TRUSS PLATE INSTITUTE SPECIFICATIONS FOR METAL PLATE CONNECTED WOOD TRUSSES TPI-85. TRUSSES RAFTER MEMBERS TO BE MACHINE STRESS RATED STRUCTURAL LUMBER AS REQUIRED FOR DESIGN LOADS. ALL EXPOSED LUMBER OR LUMBER IN CONTACT WITH CONCRETE OR MASONRY SHALL BE TREATED/WOLMANIZED. TRUSS FABRICATOR SHALL SUBMIT CALCULATIONS FOR TRUSSES PREPARED BY A REGISTERED ENGINEER IN THE STATE OF OHIO FOR ARCHITECT'S REVIEW. DETAIL, FABRICATE AND ERECT STRUCTURAL WOOD IN ACCORDANCE WITH THE AMERICAN INSTITUTE OF TIMBER CONSTRUCTION STANDARDS AND SPECIFICATIONS AND THESE DRAWINGS. STRESS-GRADE LUMBER FOR TRUSSES SHALL DEVELOP WORKING STRESSES AND A MODULUS OF ELASTICITY AS FOLLOWS:    SPECIES.......................................................................  SOUTHERN PINE, GRADE NO. 2 SOUTHERN PINE, GRADE NO. 2    BENDING......................................................................  1400 PSI 1400 PSI    PARALLEL TO GRAIN..................................................  625 PSI 625 PSI    COMPRESSION PARALLEL TO GRAIN..........................  1000 PSI 1000 PSI    COMPRESSION PERPENDICULAR TO GRAIN.................  565 PSI 565 PSI    MODULUS OF ELASTICITY............................................  1,600,000 PSI 1,600,000 PSI GYPSUM BOARD PROVIDE 1/2" REGULAR GYPSUM BOARD THROUGHOUT ENTIRE STRUCTURE EXCEPT AS NOTED. PROVIDE 5/8" TYPE "X" FIRE CODE GYPSUM BOARD THROUGHOUT GARAGE & WALLS COMMON TO HOUSE IN GARAGE ATTIC. PROVIDE 5/8" GYPSUM BOARD ON ALL ATTIC ACCESS PANELS. PROVIDE WATER-RESISTANT GYPSUM BOARD IN ALL BATH  & TOILET AREAS. USE 5/8" GYPSUM BOARD ON CEILINGS WHEN SUPPORTING MEMBERS EXCEED 24" O.C. INSULATION SECTION 1105 COMPLIANCE PATH #1 WALLS.............................................. R-23 SPIDER INSULATION R-23 SPIDER INSULATION FLAT CEILINGS................................. INSULATION (R-49) INSULATION (R-49) VAULTED CEILINGS ......................... INSULATION (R-38) INSULATION (R-38) BOX ENDS........................................ 10" THICK INSULATION (R-30) @ FLOOR PERIMETER  10" THICK INSULATION (R-30) @ FLOOR PERIMETER  (R-19 MIN.) SLAB EDGES..................................... 2" RIGID EXTRUDED POLYSTYRENE (R-10), 2 FEET 2" RIGID EXTRUDED POLYSTYRENE (R-10), 2 FEET PROVIDE VENTILATION BAFFLES @ ALL RAFTER SPACES. CAULK ALL OPENINGS IN EXTERIOR WALLS. FOAM ALL OPENINGS IN TOP PLATES. WINDOWS & DOORS: PROVIDE EXTERIOR WINDOWS AND DOORS SHOP DRAWINGS AND OR LISTS  FOR ARCHITECTS REVIEW AND APPROVAL.  ARCHITECT SHALL NOT BE  RESPONSIBLE FOR WINDOWS OR DOORS ORDERED WITHOUT SHOP DRAWING APPROVAL. MECHANICAL VERIFY ALL MECHANICAL REQUIREMENTS BEFORE FRAMING. RETURNS COMPLETE SYSTEM W/ PANS BETWEEN JOIST AND STUDS. S.A. ROUNDS FEED TO ROOMS W/DAMPERS. ALL PREFABRICATED FIREPLACES AND FLUES SHALL BE U.L. APPROVED. PLUMBING ALL PLUMBING WORK SHALL CONFORM TO THE LATEST EDITION OF THE NATIONAL PLUMBING CODE AND LOCAL ORDINANCES. SUMP PUMPS SHALL HAVE AN INLINE CHECK VALVE.  ELECTRICAL ALL ELECTRICAL WORK SHALL CONFORM TO THE LATEST EDITION OF THE NATIONAL ELECTRICAL CODE AND LOCAL ORDINANCES. SMOKE DETECTORS SHALL BE HARD WIRED AND INTERCONNECTED. ALL UNDERGROUND ELECTRIC LINES SHALL BE EMBEDDED IN SAND. VERIFY ALL LIGHTING, PHONE AND CABLE LOCATIONS WITH OWNER PRIOR TO INSTALLATION OF DRYWALL OR OTHER FINISH MATERIALS. INTERIOR FINISHES TO BE COORDINATED WITH THE BUILDERS STANDARDS. PLUMBING FIXTURES TO BE COORDINATED WITH THE BUILDERS STANDARDS. CABINETS & KITCHEN EQUIPMENT TO BE COORDINATED WITH THE BUILDERS STANDARDS & KITCHEN MANUFACTURER/ DESIGNER/ SUPPLIER LAYOUTS/DETAILS.
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MASONRY LINTEL SCHEDULE OPENINGS UP TO 4'-0" ANGLE L 3 1/2" X 3 1/2" X 5/16". OPENINGS FROM 4'-0" - 6'-0" ANGLE L 5" X 3 1/2" X 5/16" L.L.V. OPENINGS FROM 6'-0" - 7'-0" ANGLE L 6" X 3 1/2" X 5/16" L.L.V. PER 4" MASONRY WYTHE. ALL LINTELS SHALL HAVE 1" OF BEARING FOR EACH FOOT OF SPAN W/ A MINIMUM OF 6" BEARING @ EACH END. ALL LINTELS SHALL BEAR ON 8" OF SOLID MASONRY FOR ENTIRE HEIGHT. MINIMUM THICKNESS OF LINTELS IN EXTERIOR WALLS TO BE 3/8". ALL LINTELS EXPOSED TO THE EXTERIOR SHALL BE GALVANIZED. USE ONE ANGLE FOR EACH 4" WYTHE OF MASONRY. STRUCTURAL WOOD CONSTRUCTION STRUCTURAL SAWN LUMBER: STRUCT. SIZES 2" THICK X 5" AND WIDER SHALL BE SOUTHERN PINE NO. 2, OR APPROVED SIZES 2" THICK X 5" AND WIDER SHALL BE SOUTHERN PINE NO. 2, OR APPROVED EQUAL WITH THE FOLLOWING MINIMUM DESIGN VALUES:    FB= 1,200 PSI (SINGLE)    FB= 1,400 PSI (REPETITIVE)    E = 1,600,000 PSI    FV= 90 PSI    FC= 565 PSI (PERPENDICULAR TO GRAIN)    FC= 1,000 PSI (PARALLEL TO GRAIN) STRUCU.  ALLOWABLE STRESSES FOR SAWN LUMBER SHALL BE IN ACCORDANCE WITH  ALLOWABLE STRESSES FOR SAWN LUMBER SHALL BE IN ACCORDANCE WITH THE EDITION OF THE "NATIONAL DESIGN SPECIFICATION FOR WOOD CONSTRUCTION PLUS SUPPLEMENT,   "DESIGN VALUES FOR WOOD CONSTRUCTION" BY THE NATIONAL FOREST PRODUCTS ASSOCIATION. DETAIL, FABRICATE AND ERECT STRUCTURAL WOOD IN ACCORDANCE WITH THE AMERICAN INSTITUTE OF TIMBER CONSTRUCTION STANDARDS AND SPECIFICATIONS, THE PROJECT MANUAL AND THESE DRAWINGS. ALL LUMBER CONNECTORS SHALL HAVE B.O.C.A. AND I.C.B.O. APPROVAL. LAMINATING VENEER LUMBER (LVL) SHALL BE MICRO-LAM MEMBERS OF  TRUSJOIST CORPORATION OR GANG-LAM (LVL) AS MANUFACTURED BY GANG-NAIL SYSTEM INC. A. MULTIPLE MEMBERS SHALL BE FASTENED TOGETHER WITH 16D NAILS AT 12 INCHES MULTIPLE MEMBERS SHALL BE FASTENED TOGETHER WITH 16D NAILS AT 12 INCHES O.C. ALONG THE TOP AND BOTTOM EDGES.  ALL MULTIPLE MEMBERS, (3) THREE OR MORE, SHALL BE BOLTED PER MANUFACTURER'S REQUIREMENTS. B. LAMINATED VENEER LUMBER MEMBERS DESIGNATED LVL ON PLAN. LAMINATED VENEER LUMBER MEMBERS DESIGNATED LVL ON PLAN. ALL WOOD USED FOR SILL PLATES, DECKS, AND RAILINGS SHALL BE PRESSURE TREATED LUMBER.  ALL ANCHOR BOLTS SHALL BE ASTM A307.  USE WITH HEAVY DUTY PLATE WASHERS. ALL STEEL PLATES SHALL BE ASTM A36. ALL FABRICATION AND ERECTION PER NATIONAL DESIGN SPECIFICATION FOR WOOD CONSTRUCTION - 1991. DO NOT DRILL OVERSIZE HOLES FOR MISFITS WITHOUT ARCHITECT'S APPROVAL. ALL LUMBER SHALL BE STAMPED WITH THE GRADE MARK OF AN APPROVED TESTING AGENCY. ALL WINDOW AND DOOR HEADERS IN 2X4 WALLS TO BE 2-2X10'S W/1/2" PLYWOOD SHIM, UNLESS OTHERWISE NOTED. ALL WINDOW AND DOOR HEADERS IN 2X6 WALLS TO BE 3-2X10'S W/1/2" PLYWOOD SHIM, UNLESS OTHERWISE NOTED. ALL JACKS SHALL BE BLOCKED BELOW THE DECK. ALL PARTITIONS OVER 10'-0" HIGH SHALL BE FRAMED @ 12" O.C. PROVIDE 3-2X4 STRUCTURAL COLUMN @ WOOD BEAM BEARING POINTS. PROVIDE 2X6 TOP PLATE ON ALL STEEL BEAMS - STAGGER BOLTS @ 24" O.C. W/ 3/8" BOLTS. PROVIDE GALVANIZED JOIST HANGERS @ ALL FLUSH BEAMS. ALL LUMBER IN CONTACT WITH CONCRETE OR MASONRY SHALL BE PRESSURE TREATED. PROVIDE 1/2" PAINTED SHEATHING AT ALL JOIST OVERHANGS. PROVIDE FIRESTOPPING AT ALL SOFFITS AND FURRED OFF SPACES. PROVIDE 2X8 STIFFBACKS @ 10'-0" O.C. FOR ALL CEILING JOISTS. PROVIDE 2X8 COLLAR TIES @ EVERY OTHER RAFTER. LOCATION TO BE 1/3 DOWN FROM THE PEEK TO THE CEILING RAFTERS. ALL HEADERS SHALL BE FREE FROM SPLITS, CHECKS & SHAKES. PROVIDE DOUBLE HEADER JOIST & TRIMMER AT ALL FLOOR OPENINGS. PROVIDE DOUBLE JOISTS UNDER ALL PARALLEL PARTITIONS. PROVIDE 1"X3" "X" BRIDGING @ 6'-0" O.C. ALL ANGLED WALLS ARE 45° UNLESS OTHERWISE NOTED. ° UNLESS OTHERWISE NOTED.  UNLESS OTHERWISE NOTED. ADJUST ALL OVERHANGS OF DIFFERENT PITCHES TO MAINTAIN CONSISTENT LEVEL. ANY HIP OR VALLEY RAFTERS EXCEEDING 28'-0" TO BE L.V.L. (U.N.O.) ALL SILL PLATES SHALL BE FULL WIDTH OF FOUNDATION.  PROVIDE CORNER BRACING AT ALL CORNERS IF FOAM SHEATHING IS USED. REPAIR/ REPLACE ALL FRAMING DAMAGED BY MECHANICAL SYSTEMS. EXTERIOR SHEATHING TO BE CONTINUOUS OVER ALL FRAMING MEMBERS INCLUDING BUT NOT LIMITED TO RIM JOISTS, SILL PLATES, DOUBLE TOP PLATES & AND CORNER FRAMING. ALL WOOD PLATES SHALL BE ANCHORED TO MASONRY FOUNDATION WALL WITH ½" " DIAMETER X 16" LONG GALVANIZED ANCHOR BOLTS @ 4'-0" O.C. MAXIMUM AND 12" FROM ALL CORNERS- MINIMUM. PROVIDE WOOD HEADERS PER THE FOLLOWING SCHEDULE IN ALL STUD WALL OPENINGS WHEN NOT SHOWN ON DRAWINGS, OR IN OPENINGS REQUIRED BY THE ARCHITECTURAL, MECHANICAL AND ELECTRICAL DRAWINGS. FOR WINDOWS & DOORS: OPENINGS FROM 3'-0" TO 4'-0"  (2) 2X6'S W/ 1/2" PLYWD SPACER. OPENINGS FROM 4'-1" TO 6'-0"  (2) 2X8'S W/ 1/2" PLYWD SPACER. OPENINGS FROM 6'-1" TO 8'-0"  (2) 2X10'S W/ 1/2" PLYWD SPACER. OPENINGS FROM 8'-1" TO 9'-0"  (2) 2X12'S W/ 1/2" PLYWD SPACER. OPENINGS GREATER THAN 9'-0" AND NOT SHOWN ON PLANS CONTACT ARCHITECT. ALL HEADERS SHALL BEAR ON 2 STUDS AT EACH END. (U.N.O.) ADD ONE 2X MEMBER FOR EACH ADDITIONAL 2" NOMINAL WALL WIDTH. ALL EXPOSED LUMBER OR LUMBER IN CONTACT WITH CONCRETE OR MASONRY SHALL BE TREATED/WOLMINIZED.
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PLYWD BAND @ FRAMING (NTS.)
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PLYWD BAND @ FRAMING (NTS.)


















